WARNING

5AYELLOW BILLING CTs COULD BE LETHAL WHEN CONNECTED
TO LIVE LOAD AS THE CT TAILS CAN HAVE 5A OPEN-ENDED.

NEVER INSTALL LIVE!

Adhere to local regulations or respective

hardware manual for appropriate wiring

configuration of the inverter and RCBO,
RCD, or circuit breaker.
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