5AYELLOW BILLING CTs COULD BE LETHAL WHEN CONNECTED

WARNING

TO LIVE LOAD AS THE CT TAILS CAN HAVE 5A OPEN-ENDED.

NEVER INSTALL LIVE!

Adhere to local regulations or respective

hardware manual for appropriate wiring

configuration of the inverter and RCBO,
RCD, or circuit breaker.

CTs BLACK CTs BLACK CTs
L KL 600A/5A K,ﬁ—’L 600A/100mA ° — L 120A/100mA —
L2 Al WL I KﬁL SUPPLY SSL(J)FE?& LS
L3 ) METER )y K| swiTcH - SWITCH A
1 1 — 1 ~
N -
EOOOOOOE <1on SOLAR
; CTSTEST BREAKER INVERTER
' BLOCK or RCBO PMC-340 METER OPTIONS
OO00 00 . 3 0 BA
@ e DIRECT-
L1 9 CONNECT
L2
| & g BB
L3 P = e CT-
N = s | CONNECT
] (T ) ) [y |N |P3|P2|P1| |D+| |D-| |N|L3|L2|L1|L1'|L2’|L3'|N'| |N |p3|P2|p1| |D+| |D-|
CET PMC-340-BA
CET PMC-340-BB AUDITOR 6M+MB DIRECT-connect meter AUDITOR 6M+MB
CT-connect meter
100A max. per phase
t]2]3]4]|n]r =6+ s+las [ [ [ ] 11]12 = [ [ [= s [2e 1]
Issue Description Drawn [ Appd Date | Title Project Status Revision
A Initial Revision HY 12-Sep-2023 4 || ||| I
Wattwatchers A6M+One (6M+MB) w/| FINAL B
PMC-340-BB CT-connect on three-
Wattwatchers phase grid and PMC-340-BA direct- [Drawing No. [Scale
connect on three-phase solar
DIGITAL ENERGY inverter for solar consumed PPA None NTS
Copyright 2021. All Rights Reserved.




